MONTGOMERY COUNTY PUBLIC SERVICE AUTHORITY
CHRISTIANSBURG, VIRGINIA

CONSTRUCTION STANDARDS

PAVEMENT

2” NIPPLE AND
FINGER-TIGHT CAP

2" GATE VALVE
& 2" SQUARE

"STREET EL”

M.J. PLUG DRILL
AND TAP

NOTE: FIRE HYDRANT ASSEMBLIES MAY BE USED AS PERMANENT END OF LINES.

CENTERLINE OF VAULT

CAPITOL FOUNDRY MH-2001
NON—-WATERTIGHT FRAME & COVER

12" MAX. VERTICAL
f

PRECAST WATER VALVE VAULT
OR PRECAST MANHOLE SECTION(S)
IF OVER 5 DEEP

NOTE: ALL PIPE
AND FITTINGS TO
BE BRASS

6" MINIMUM COMPACTED
GRAVEL BEDDING

REVISIONS
NO. DATE

ORIGINAL 12/01/06

1 9/01/07

DRAWING
PERMANENT END W-09
OF LINE




